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0 Messages U2 SA Flow Secondary Air flow 30-Apr-04 15:28:00

Pulv Pulv PA / SA DAMPER WB    SA FLOW
on/off D/P Position Press Average

E ON 18.1 82.9 73.0% 4.6 113.

A ON 16.9 85.4 73.8% 4.4 ii0.

F ON 20.1 89.9 72.9 % 4.3 116.

B ON 17.5 74.1 73.8 % 3.8 112.

(Total Ai~82.8 %) Coal Flow364.2 TPH

D ON 14.7 81.7 77.7 % 4.2 112.

H OFF 0.0 0.0 21.8% 0.0 CalcF

C ON 20.3 99.7 78.2 % 4.7 114.

G ON 15.5 75.4 73.8% 3.4 i01.
PA Duct Pr44.1 INWC 02 % 2.66 E/ 3.60W
SA Duct Pr3.3 E/3.5 W NOx 0.341b/mBtu

Burner SA Flow Measurment Unit 2

~2E6~-2E5-~2E4~--2E3~--2E2~2E1--
ii0. 122. 116.1 113.1 108. 107.
2A6 2A5 ~ 2h~j 2A3 ~ 2A2 ~ 2AI

’,105. 86. 118.: 116. 125. 108.
2F6 2F5 ~ 2F4-j 2F3 2F2 2FI
118.1 123.i    114. 120. 106. 114.

2B6
119.

2B5 ~ 2B4
123. 106.

FRONT WALL

2B3 2B2 2BI
125. 82. 112.

-looking North)

2D6
104.

~2H6--
52.

2C6
107.

2G6
83.

2D5 2D4--- 2D3
115. Iii. ii0.

--2H5---2H4--~--2H3--
55.    55.    60.

2C5    2C4 2C3
115.

2G5
105. 116.

93. 108. i00.
REAR WALL (looking

SA WB Temp 712. E/ 712. W

2D2    2DI
115. 112.

--2H2----2HI
54. 53.

2C2 2CI
118. 119.
2G2 2GI
108. 107.
North)

Load 950.MW
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